The reliability of structural systems has to be verified against failure caused by extreme effects, such as fire and seismic effects. To the best of the authors' knowledge, there is a lack of studies in the literature on comprehensive reliability calculation of complex structural systems; the available studies mainly deal with the reliability calculation of simple, separated elements. In this study, a methodology is presented for the calculation of reliability of structures under fire exposure, giving a more complex and comprehensive basis for the calculation of structural reliability than earlier studies in the literature: a) the reliability calculation does not focuses on one single element but the whole structure; b) the presented methodology is able to consider any type of fire curve; c) reliability analysis includes the nonlinear analysis of the structure, in this way the highly nonlinear structural response is followed; d) the structural reliability is assessed on time basis. The applicability of the proposed algorithm is presented through reliability calculation of tapered portal frame structure protected by intumescent coating, as an example structure. The probability of failure is calculated using First Order Reliability Method. The resulted probabilities are verified using Monte Carlo Simulation.
INTRODUCTION
There are different opinions among engineers and researchers on the achievable level of fire safety using prescriptive codes due to the simplified modelling of fire effect and structural resistance calculation in the standards, e.g. in MSZ EN 1991-1-2:2005 (EC1-1-2) and MSZ EN 1993-1-2:2013 (EC3-1-2) [1, 2] . To guarantee the appropriate structural reliability (almost a synonym for safety, practically the probability that no failure will happen in a certain design situation) is particularly important because of the life safety requirement, however, both the too conservative and unreliable design is unfavourable for the economy and society. The reliability problem related to fire design situation is inherently highly uncertain; a significant part of uncertainties comes from the high nonlinearity (nonlinear and time-dependent material properties, stability failure modes, nonlinear temperature-time relationship, etc.) and complexity (large number of influencing design variables, modelling of complex structural response, etc.) of the design problem. The above discussed difficulties and the studies from the literature review point out the necessity of further research in this area in order to develop tools assessing the structural reliability more accurately than it was possible earlier. As to the literature, in an earlier study Holicky et al. [3] analysed the reliability of unprotected simple supported steel beams with Second Order Reliability Method (SORM) [4] , which had been verified according to EC3-1-2 [2] . Jeffers et al. [5] analysed protected simple supported steel beams as well using both ISO standard fire curve (equivalent fire effect that is commoly used for fire design given in temperature vs. time format) [43] and EC1-1-2 conform parametric fire curves (Eurocode conform curves that are obtained on the basis of the properties of the compartment and the combustible material) to model the temperature in the compartment. The reliability of the beam was assessed using Monte Carlo Simulation (MCS) with Latin Hypercube Sampling (LHS). They pointed that probability calculation is needed to ensure the consistent reliability level in the fire resistant design and further discussion is necessary in order to decide the acceptable level of risk in structural fire engineering.
Guo and Jeffers [6] presented a detailed discussion on the reliability calculation theory extended for calculation of the failure probability under fire exposure. They calculated the reliability of a simple pinned column with FORM (First Order Reliability Method), SORM and MCS [4] . The failure mode of the protected steel column was stability failure, namely the lateral buckling phenomena, which was controlled through deformation constraint at the middle node of the element. Based on the resulted probabilities they have showed that there can be significant difference between MCS and FORM, where FORM resulted more conservative failure probabilities. Li et al. [7] investigated the reliability of steel column elements protected with intumescent coating. They applied equivalent time concept [1] , thus the fire effect was modelled with ISO standard fire curve. Based on their results, they were able to assess the aging effect of the intumescent coating for the structural reliability.
Lange et al. [8] have written an interesting paper on the reliability calculation of structures under fire exposure using the framework of Pacific Earthquake Engineering Research Center (PEER), which was originally developed for Performance Based Seismic Engineering (PBSD). A composite steel floor system was analysed in their study. They applied the maximum temperature of the compartment (which is calculated using parametric fire curve) as the intensity measure, therefore the calculated probabilities are not related to time which is actually an important measure in fire safety engineering.
Reliability analysis of complex structures can be found in [9] and [10] . In the first study Boko et al. analyzed an unprotected steel roof structure with SORM and FORM. They pointed that using rules and recommendations from EC1-1-2 and EC3-1-2 appropriate safety level can be ensured. The analysed truss structure was not taken into account as structural system, the presented reliability indices are related single elements. In the second study, Boko et al. presented the analysis of a steel portal warehouse without fire protection. The reliability related to the failure of the beam was obtained with different parametric fire curves [1] calculated using different values for fuel load, fire area and opening factor. They pointed that the usage of ISO standard fire curve leads for conservative results related to the structural reliability due to the large compartment size of the investigated structure.
In case of reinforced concrete structures, the research of the structural reliability is also a developing area.
Eamon and Jensen in [11] presented the investigation of prestressed, simple supported reinforced concrete beam exposed to fire. For the reliability calculation they used MCS. Their results showed among others the effect of live load ratio, concrete cover, reinforcement ratio and the type of fire curve on the structural reliability. In other studies [12, 13] they presented the reliability analysis of reinforced concrete columns and conventional beams. Colie et al. [14] analysed simple supported one-way concrete slabs using ISO standard fire model. They calculated the ignition probabilities in consistent with the standardized constraint for the structural reliability and they found good agreement with available statistical values from the literature.
It can be concluded that structural reliability calculation under fire exposure is still a developing area and because of some shortcomings the available studies do not ensure strong and consistent basis related to the reliability level of different structures that were designed using prescriptive rules from modern codes (e.g.
[1]). For example, the application of different fire curves in the above listed studies is clearly a limitation of the results. To ensure uniform reliability level with using different fire curves is questionable due to the differences e.g. in the heating velocity and maximal compartment gas temperatures. It is recommended to model the fire effects as accurate as possible in the design process. For example, ISO standard fire curve can be considered only as a non-realistic, comparable effect which can barely be the basis of realistic reliability calculation. Nowadays, one or two zone model calculations [15] can be the best alternatives.
Furthermore, the fact that the structural reliability in a lot of cases is ensured through the verification of detached structural elements without interaction makes the safety level related to the whole more uncertain. In some cases, even in the available literature, the studies on the investigation of the standardized reliability level confine themselves on analysing the reliability level of simple elements (typically simple supported beam elements) neglecting e.g. the interaction of different elements in a statically indeterminate structure or plastic design. It seems evident that in case of complex structural systems, the reliability of the structure is rarely equal with the reliability of one of its elements. More accurate information can be achieved with the modelling the whole structure and follow the nonlinear structural response under high temperature considering the spatial deviation of the temperature.
The global aim of this paper is to propose a tool that is able to deal with the discussed difficulties and to provide more accurate information on structural reliability for structures under fire exposure. The proposed methodology is inherently applicable for any kind of structure that can be analysed as a system with modelling its nonlinear behaviour and not only as a totality of separated elements. The methodology gives the opportunity to apply more realistic and problem dependent fire curves. For the time being, similar framework is not available in the literature. The application of proposed methodology is illustrated through an example structure, namely a tapered portal frame structure protected by intumescent painting. 6 FORM is implemented in the framework due its effectiveness and reasonable accuracy. A given frame structure which has been designed according to prescriptive code, namely MSZ EN 1990:2011 (EC0), EC1-1-2 and EC3-1-2 [16, 1, 2] is studied. The accuracy and the sensitivity of the calculation are assessed by comparing the MCS results.
PROPOSED METHODOLOGY
The proposed methodology is illustrated in Fig. 1 with the help of tapered steel frame as an example structure throughout the paper. The reliability analysis is part of a Bayesian probabilistic network [4] , where the probability of severe fire is accounted. While calculation of failure probability and Bayesian networks are straightforward and well known, the suggestions of the authors are concentrated mainly in the composition of the limit state function and the whole framework. The limit state function, illustrated in Fig. 1 , has the following steps in one iteration step of FORM reliability analysis (these steps are described in more detailed form in the referred section): 1) modelling of the fire effects; 2) calculation of the steel temperature; 3) nonlinear structural analysis; 4) check the failure modes; 5) evaluation of G(x, t) function:
Where the t, tR and x are the time (where the time demand shall be substituted), the time capacity and the vector of discrete design variables, respectively. The calculation of tR is based on the loss of load bearing capacity of the elements. The point of failure is equal with the time step where the utilization of the frame exceeds 1.0. This point gives the fire resistance capacity of the structure in time unit, and as it is shown in Fig. 1 , the limit state function is formulated on time basis contrary to other studies [6, 7, 9, 10] where steel or maximum gas temperature, internal force or displacement is used for this purpose. First of all, it is practical to use the time as a measure of capacity and demand due to the fact that the interest of the designer is focused on the reliability according to the stability of the structure within the required time of evacuation, which is given by national or international standards. Using of the maximum gas temperature in the compartment and capacity temperature to formulate the limit state function is not so informative from point of view of life safety criteria, probably when the designer is interested in other performance levels, e.g. no collapse requirement for some reason. The internal forces to calculate the value of the limit state function can be used solely in case separated elements not in case of a complex structure thus the use of internal forces would overcomplicate the reliability calculation and separated reliability analysis would be necessary for every failure components with the consideration of the possible correlation. Fig. 1 . -Overview from the proposed methodology and the limit state function Fig. 1 is also an outline of this paper, the individual parts are discussed in more detailed from in the referred sections using a tapered steel frame as an example. The parts can be replaced or extended where appropriate if another type of structure is studied.
BAYESIAN PROBABILISTIC NETWORK
The result of the reliability analysis is a conditional probability which says what the probability of failure is when the so-called flashover (simultaneous ignition of most of flammable material in a compartment)
occurs. For this reason, the probability of occurrence of flashover also has to be taken into account. A quite simple Bayesian probabilistic network [4] is implemented in the proposed framework (shown in Fig.   1 where F and T refer to false and true events, respectively) in order to take into account the ignition occurrence, the effect of active safety measures by the calculation of the probability of flashover. However the user can extend the network to consider other effects not accounted here. A more refined net can be found in [17] for risk assessment in fire resistant design.
The ignition probability can be assessed using statistical data [18] or can be approximated using fault trees. Relevant data can be found in the literature [19, 20] according to the effectiveness of the active safety measures (e.g. sprinkler system, detection by heat, etc.) and the possibility of fire growth from ignition for different functions. For the design problem which is investigated in this paper, the probability of ignition and fire growth is assumed to be equal with P(I)=10·10 -7 /(m 2 ·year) for an industrial building based on [19] , while it was accounted that the a detection system is deployed and can cut down the fire growth probability on the quarter of the original value [19] . The effect of the service life is accounted with the assumption that the ignitions in different years are independent. A considerably low 0.01 probability is considered according to the failure of the detection system. The designed frame is located maximum 30 minutes from the closest professional fire department, thus another decreasing constant could be considered with the value of 0.2 [19] .
As it can be seen, active safety measures are resulting safer solutions by decreasing the possibility of ignition and flashover. The calculated flashover probability is equal with Pflashover=0.0018 for 50 years. It is interesting to note that through the ignition and development of the fire structural reliability actually depends on the function of the investigated building, so it seems that the usage of equivalent fire effects (e.g. ISO fire curve) may not lead homogenous reliability level. When other active safety measures are applied, e.g. sprinkler system, the reliability level can be significantly increased and it can happen that it may be not necessary to apply passive fire protection. The optimal solution can be selected only on the basis of cost and risk analysis.
RELIABILITY ANALYSIS
The aim of reliability analysis is mainly to obtain the probability of failure (Pf) of the investigated structure. The structural failure is modelled with the so-called limit state function, G(X)=0 in Fig. 1, which separates the safe (G(X) >0) and unsafe (G(X)<0) potential solutions. Basically, the ratio of safe solutions to the all possible solutions gives the reliability of the structure in a given design situation (R=1 -Pf). This is theoretically equal with the value of the following integral if the distribution of the random variables can be approximated with continuous distribution functions.
Where the f(X) is the joint density function, which already contains the random variables from the effect and resistance side. In case of normally distributed joint density function, the integral can be evaluated in the following way.
( )
Where, µ, σ and Φ(-) refer to mean, standard deviation and cumulative distribution function of standard normal distribution and β is the so-called reliability index (frequently used in literature as the measure of structural reliability), respectively. In this case, the high nonlinearity in the structural response makes MCS method computationally expensive, for this reason, FORM algorithm is adopted here, which is based on Hasofer -Lind -Rackwitz -Fiessler (HLRF) iteration method in order to find the so-called Most Probable Point (MPP) [21] . The algorithm can handle correlated and non-normally distributed random variables. The coordinates of MPP are calculated on the basis of sensitivity of limit state function which is approximated with partial derivatives in every substep. Due to the complexity and discrete nature of the design problem and variables (e.g. thickness of the flange plate, thickness of insulation), partial derivatives can be calculated e.g. with central difference method, which means that the limit state function shall be evaluated a lot of times during the iteration. It makes the problem computationally expensive thus the use of FORM was preferable.
The failure of a steel frame structure can be caused by several failure mechanisms. Any of these failure modes occurs, it can be said that the investigated frame is failed, so the failure components compose a series reliability system, where the following approximation can be given for the boundaries of the failure probability [4] :
Where Pf,i, n and Pf,S are the failure probability related to the i th failure mode, the number of failure modes and the failure probability of the system, respectively. When full correlation exists between the failure modes, the lower boundary for the failure probability is the maximum probability from the n cases. If the value of the limit state function can be calculated with respect to the all relevant components (failure modes) within reliability analysis simultaneously then the correlation between failure modes is already taken into account (as it is the case in this study).
In case of the whole structure that consists several frames, the reliability system is also series because in the case of failure of one frame we consider that the structure is failed. If the whole structure is modelled in the limit state function as a three-dimensional structure with respect for the random variables (and their correlation) of every individual frame, the correlation between the frames is already taken into consideration. However, the three-dimensional modelling of the system incredibly increases the complexity of the reliability calculation, thus the problem should be simplified and somehow approximated. Second is the application of simple bounds [4] or e.g. Ditlevsen bounds [44] to approximate the system reliability with respect to the correlation between the failures of separated frames.
In this case the structural reliability of the frames has to be calculated individually first.
LIMIT STATE FUNCTION

Modelling of the fire effects
Realistic modelling of the fire effects is important in order get realistic value for structural reliability from the calculation. The most widely used representation of the fire effects in fire resistant design is the fire curve, which gives the temperature as a function of the time as it is illustrated in Fig. 2a . The authors suggest the usage of fire curves which are obtained on a stronger physical basis (e.g. OZone zone model [15] considers the amount and characteristics of the fire load) for the reliability calculation.
The design fire curve related to the investigated problem can be seen in Fig. 2b . It is considered in the analysis that in the first period of the fire there are two different zones, namely hot and cold zones. The
OZone software is able to calculate both temperatures and the interface elevation based on the energy and mass balance. After the flashover, the two-zone model is switched into one-zone model (Fig. 2b) , which means that interface elevation is assumed to be zero and only the heat zone temperature curve is used for further calculation after ~21 min. As it will be described in Section 5.3., the applied finite element model
gives the opportunity to consider spatial variation in the temperature element by element. The presented methodology ( Fig. 1 ) is able to handle any kind of fire curve (e.g. ISO or parametric curves), however Design curve ~ 95 th fractile simplified curves do not relate strongly actual physical conditions. As studies shown earlier, e.g. [22, 10] , the usage of ISO fire curve for fire resistant design can hardly ensure consistent reliability level, since the structural reliability depends on the function and properties of the fire compartment and on the amount and properties of the fire load.
The uncertainty in the fire effects is considered through the introduction of a global uncertainty factor that has been calculated by Monte Carlo Simulation. The second way is used in this study. Since the OZone [15] is not appropriate for evaluating numerous simulations, the uncertainty in the gas temperatures is obtained using parametric fire curves [1] with a little modification according to [23] in order to eliminate the discontinuity in the calculation (limits suggested by [1] for some parameters introduced to separate fuel and ventilation controlled fires cause an unreasonable discontinuity in the compartment temperatures). The investigated compartment can be found in the literature [7] (6.4x3.2x2.6m compartment with 4.4m 2 openings; mean fire load 420MJ/m 2 with CoV=0.3 according to [1] ). The maximum gas temperature is used as the output parameter of 100,000 simulations and it was found that the uncertainty in the maximum temperature can be approximated with a lognormal distribution (because the effect of uncertain parameters may be multiplied with each other), which has a mean equal to 1.0 and a CoV (Coefficient of Variation) equal to 0.25. Uncertainty is considered in the fire load (Gumbel; µ=420 MJ/m 2 , CoV=0.3), in the specific heat of concrete (Normal; µ=900 J/kgK, CoV=0.1), in the thermal conductivity of concrete (Normal; µ=1.5 W/mK, CoV=0.1) and in the calculation of a reduction factor ζ (as suggested in [24] ) related to the opening factor (Lognormal; µ=0.2, CoV=1.0). Parametric fire curve are used to approximate the uncertainty since it was fitted on temperatures obtained by real fire tests [20] .
It is clear that the calculation of the temperature is one of the key issues of fire design problem and there may not be method which could be used both effectively and accurately to calculate the maximum temperature. For this reason, the uncertainty in the temperature has to be analyzed more detailed in the further studies.
This uncertainty is considered in the reliability analysis through the uncertainty of the steel temperatures as it is described in Section 5.2. For this reason the fire curve, as the input parameter of the analysis, has to be given as a representation of mean gas temperature. In order to calculate the mean fire curve, it was assumed that every point of the design curve is 95 th percentile of the above obtained lognormal distribution (Fig. 2b) .
Calculation of the steel temperature
The rate of heating and maximal temperature of steel plates can be very different even in case of regular structural members due to the variation in the geometry or cross section, in the thickness of the insulation and different spatial location This variation in the structural temperature is more typical in case of complex structural systems and can cause a complex structural response. For this reason, the calculation of steel temperature has to be built in the limit state function. Furthermore, by using different temperature curve for every element, other scenarios (e.g. local fires) can be followed easily in the analysis.
According to EC3-1-2 [2] standard the steel temperature of an insulated element can be calculated as follows:
This is an incremental, time step formula, where t, λp, dp, cp, ρp, ca, ρa and Ap/V are the time, the thermal conductivity, thickness, specific heat, unit mass of insulation material, specific heat, unit mass of protected material and section factor of the protected section, respectively. The ∆θg,t and ∆θa,t are the gas and steel temperature at time step t. An equivalent thermal conductivity for intumescent coating can be approximated on the following way.
In case of intumescent coating there is not closed formula for calculating the steel temperatures. The design of the coating thicknesses is based on experimental results that have been obtained by furnace testing using ISO standard fire curve. We can assume that the listed data in the design sheets (e.g. in case of Polylack A, [25] ) give the required thickness wherewith after 30, 45 or 60 minutes the steel temperature reaches exactly the critical temperature. Using this assumption and a suggestion from the European Convention for Constructional Steelwork (ECCS) for calculating equivalent thermal resistance [26] , the following formula can be derived:
Where λ, d and A/V are the equivalent thermal conductivity, the thickness of intumescent coating and the section factor of the cross section, respectively. The equivalent thermal conductivity of the used protection material [25] is calculated for several cases using the design sheet from the Hungarian producer. In point of section factor, only a relevant range is used in the calculation (A/V=160 -300 1/m), as it can be seen in Fig. 3a . It may practical to fit a continuous function on the observed data in order to extrapolate other cases which cannot be found in the design sheet. In case of the investigated protection material, the applicability of linear approximation for the equivalent conductivity is confirmed by Fig. 3a (the thickness of the intumescent coating and the section factor has to be substituted in mm and 1/m, respectively).
The equation (5) is used in this study to calculate the steel temperature of every element in any time-step.
The ϕ parameter is neglected due to the fact that: a) the equivalent properties of intumescent coating is uncertain; b) the ϕ is very close to zero; c) the thermal conductivity is obtained using experimental data so the actual performance of the insulation material is represented well.
In order to evaluate the uncertainty in the steel temperature, 50,000 MCS (which seems to be enough since only few parameters is considered) have been carried out similarly to the case of gas temperature. Based on the results of simulations carried out with Eq. (5), the uncertainty in the steel temperature at t=30 min is analysed. It seemed that lognormal distribution is fit well (Fig. 3b) which is not surprising since the dominant random variables were assumed to be lognormally distributed. 
Structural analysis
The type of structural analysis and numerical model is an important issue from the point-of-view of reliability analysis of structures subjected to fire effects mainly because of the high nonlinearity in the thermal effects and in the structural response. The determination of the internal forces using one simple static analysis and a linear elastic structural model might not be reliable enough.
In parallel with the increasing the steel temperature, the strength and stiffness of steel are decreasing [2] , this causes a complex, nonlinear structural response under fire exposure. The heating of the elements is clearly nonlinear, furthermore due to the differences in the heating intensity and the stiffness of different elements the internal forces redistribute during the heating. Time-step analysis is required to follow loadhistory-dependent response using a structural model that can represent the change in the stiffness during the analysis in case of elements, plates and fibres, as well. In this study, the time step of the numerical analysis is set to 10 seconds which means that the maximum number of steps is 720, if 120 minutes is considered as relevant time interval exposed to fire effect.
The decreasing in the stiffness causes higher deformations under the loading, which effect has to be taken into account using geometrically nonlinear analysis. Materially nonlinear analysis gives the opportunity to account the plastic behaviour of the material, the elements and the structure really unfavorable effect of the decreasing in the stiffness is that the stability failure of the elements (e.g. buckling of plates, flexural torsional buckling of columns, etc.) becomes dominant failure modes. The stability resistance can be calculated using reduction factor method or using nonlinear analysis on imperfect structural model MSZ EN 1993-1-1:2009 (EC3-1-1) [27] which is typically referred as General Method according to [27] . In order to evaluate the structural reliability as accurate as possible, the nonlinear time-step analysis has to be built in reliability analysis through the limit state function.
In this study, an open source finite element code, namely OpenSees [28] , is used with its OpenSeesThermal extension [29] analysing the nonlinear structural behaviour on high temperatures (with considering the temperature-dependent properties of steel material and the connections). For sake of simplicity, a two-dimensional structural model (Fig. 4a) is developed in OpenSees with equivalent geometrical imperfections (that involve the effect of the geometrical imperfections, structural imperfections, residual stresses, variation of the yield strength) according to [27] . The second frame from the system is modelled only with its loading conditions assumed that purlins are constructed as continuous beams. Due to the function of the investigated structure, it can be assumed that the stored combustible material is nearly uniformly distributed under the modelled frame, thus the gas temperature may also uniformly distributed. In order to represent well the response of a tapered frame, the column and beam elements are divided in the analysis into 10 and 20 smaller elements, respectively. Geometrically and Materially Nonlinear Imperfect (GMNI) analysis is carried out on the developed model. Using the calculated steel temperature for every sub-element, the analysis can follow the change in the properties of the steel material according to [2] and the development of additional internal forces from the constrained thermal expansion. The properties of the connections [30] are not variables in the analysis, their stiffness, strength and nonlinear behaviour ( 31, 32] . Due to the fact that not a specific frame is analyzed in this paper, there were no available data on the frequency of meteorological loads. For this reason, the distribution of one-year-maximums is calculated from characteristic values based on [31] and [32, 33, 34] . Similarly to [33] , the Turkstra's approximation [24] (commonly used and conservative way to transform a time-variant problem into a time-invariant one) is applied for the combination of the time-variant loads, namely snow, wind and fire effects. The fire effect is been considered for 50 year service time as the dominant action. With the help of detailed statistical analysis on the intensity of meteorological loads (e.g. wind velocities, snow water equivalents) the accuracy of the calculation can be increased. As Sýkora showed in his study [33] on a similar problem, the 
Structural failure
Based on the results of structural analysis, the value of the limit state function is evaluated related to the relevant failure modes. The considerable failure modes are usually problem specific. In case of the example structure, the investigated failure modes are the follows according to the regulations of EC3-1-1, EC3-1-2 and MSZ EN 1993-1-5:2012 [27, 2, 35]: a) strength or stability failure of beam or column elements; b) shear buckling of the web plates; c) plastic sway mechanism by the plasticity of the connections. In conformity with the fact that the elements (columns, beams, connections) of the frame can be considered as a series system, the maximum utilization is selected for the basis of the evaluation of the limit state function.
The stability verification of the beam and column elements is carried using the so-called General Method (GM) [27] , where the in-plane stability failure is considered using imperfect structural model (Section 5.3.), while the out-of-plane stability failure is taken into consideration with reduction factors. The steps of checking stability failure are presented in Fig. 1 where χop and αult,k are the reduction factor taking into account the out-of-plane stability failure and the minimum load multiplier in order to reach the characteristic resistance of the critical cross section. The effect of elevated temperature is taken into account in both effect and resistance. The reduction factor is a function of the following non-dimensional slenderness:
In Eq. (7), αcr,op is the critical load amplifier in order to reach the critical intensity of internal forces causing out-of-plane flexural buckling or lateral torsional buckling, respectively. In this study, the critical bending moment for tapered steel member is calculated using an approximation from the literature [36] , where calculation is based on an equivalent non-tapered element. The critical load amplifiers for different stability failures, namely flexural buckling (FB) and lateral torsional buckling (LTB), are combined with Dunkerley theorem [37] (which can be used as an approximate superposition technic of critical load amplifiers related to different loading conditions) in the following form:
The αcr,FB and αcr,LTB are obtained considering the reduced stiffness of the steel material. The χop is calculated as the minimum of the reduction factors related both of the flexural and lateral torsional buckling, because the interpolation is considered unsafe [38] . Both of these reduction factors are obtained using the global relative slenderness Eq. (7).
The decrease of the stiffness and strength has a significant unfavorable effect on the buckling resistance of the compressed plate elements, which has to be considered in case of the classification of the sections in every evaluation of the cross section resistances. According to [35] , the ε parameter of [2] for section classification can be formulated as follows:
The standard [35] approximates the effect of temperature in case of the section classification with a 0.85 multiplier, which actually underestimates the buckling capacity of the plate under 350 °C and overestimate it over 550 °C. The derived formula is used in this study in case of the classification of cross sections.
The failure of the purlins and sheeting is not considered here, although they lose their load bearing capacity very early because of the thin wall and high section factor, but due to the relatively low loading and the possible catenary action [39] (similarly to composite floor slabs [40] ) they may not fall down. The serious deformation and damage of sheeting seems unavoidable in fire design situation.
RELIABILTY CALCULATION OF A TAPERED STEEL FRAME
Example structure and deterministic fire design
The investigated structure in this paper is a storage hall, which has altogether 8 frames, as it is shown in Fig. 5 where the important design parameters are also presented. The structure is divided into two parts; the first part is a small office, while the back part has the storage function. In this study the storage compartment is analyzed only. The tapered internal frames are welded, while the conventional frames at the end are made from hot rolled sections. The steel grade of the material of primary frames is selected for S355 structural steel. The columns are restrained against torsion approximately at the middle of the eave height, while there are altogether six brace element equally distributed in the roof level in order to support the compressed flange of the beam elements. At high temperatures, the sheeting and purlins cannot be considered as supports for the flanges, because they lose their stiffness very quickly because of the high section factor and the thin walls.
The frame has been designed first according to the prescriptive design rules of EC0, EC1-1-2 and EC3-1-2 [16, 1, 2] . The internal forces were obtained in extreme design situation, according to [16] , using a materially linear imperfect model with geometrically nonlinear structural analysis. In the elastic analysis the initial stiffness of the connections was considered with the help of rotational spring elements at the base, the frame corner and the ridge (Fig. 6) . In order to represent the stiffness of a tapered frame, the column and beam elements were divided in the analysis into 10 and 20 smaller elements (Fig. 4a), respectively. The temperature effects were considered in the analysis and summed with the gravity and meteorological forces. Since the sheeting system is supported by thin-walled purlin elements, it was assumed that the elements of the frame are heated from four sides. The equivalent geometrical imperfections were selected according to [5] in order to consider the in-plane stability failure. The out-ofplane buckling was considered with reduction factor, as it is described in Section 5.4. The connections were verified in terms of load bearing capacity (the resistance of the connections was obtained from [30] ); shear buckling of the plates was also checked. According to the prescriptive design rules of [1, 2] , the effects and resistances were compared on design values (considering the code suggested safety factors). [41] In order to calculate the critical temperature of the elements, the temperature has to be found where the utilization (demand to capacity ratio) of the element reaches 1.0 considering the reduced strength and stiffness of the steel material [2] . Due to the fact that the structure is reactive to stability failure, the process is iterative, however usually within 2-3 iterative steps the critical temperature can be found with reasonable accuracy. Inherently, the structural analysis shall be repeated in every iteration step. The cross section properties, the critical temperature-related αcr,op, αult,k values and the calculated critical temperatures can be seen on Fig. 6 . The dominant failure mode of the elements was loss of stability. It can be seen, that that the original structure has been well designed because the critical temperatures show that the structure is almost uniformly utilized.
Intumescent coating fire protection is used more frequently in the last decades, for this reason, this type of protection is analysed in this paper. In case of the intumescent coating protection, typically the appropriate insulation thickness is simple selected knowing the critical temperature of the element (which can be [32] obtained on the above described way) and the time demand (e.g. 15, 30 or 45 minutes) related to the load bearing capacity of the structure in fire. In Europe, the appropriate thicknesses are typically obtained according to EN 13381-8 standard [42] , which prescribes furnace tests for the producers using standard ISO fire in order to exclude reaching the critical temperature in a given time for a specific section factor (the ratio of the heated surface and volume for an element) [2] . The intumescent paint of a Hungarian producer (Polylack A, [25] ) is considered in this study, the thickness of the intumescent coating for each element (Fig. 6 ) has been calculated for 30 minutes fire resistance using data sheets given by producer of the intumescent coating. The cross sections of the elements are very slender; the section factor is between 250-310 1/m. The protection of the connections has been selected for 0.55 mm. 
Random variables
The random variables, considered in the reliability analysis, are shown in Table 1 . The variability in the global geometry (building width, ridge height, etc.) is neglected since they have a small variation and they do not affect significantly the global behaviour. The mean value of the meteorological loads is calculated using distribution and CoV values from the literature [33 and 34] and the assumption that the characteristic values are related to 98 th percentile of the distributions one-year maximums [31, 32] .
Uncertainty factors are related to the resistance of the bolted connections according to the JCSS Probabilistic Model Code [24] . Respect to the variability of cross sections, different uncertainty factors are considered for beams and columns, respectively. The sections are welded and the part of tapered elements, thus a little bit higher CoV values can be found in Table 1 ., than it is suggested in [24] . Model uncertainty factors are taken into account on both effect and resistance sides. CoV=0.15 value in the calculation of the internal forces accounts the uncertainty caused by the finite element modelling of the tapered frame and the stiffness of the connections. The presented value fits well to [24] . The resistance model uncertainty factor has much higher variability than it is suggested in the literature for single cross section in bending, because of the interaction among different failure modes, thermal effects affect the cross section resistance and stability failure, imperfections and calculation of stability resistance of tapered elements. In case of steel temperature, a lognormal uncertainty factor with CoV=0.3 is considered (Section 5.2). Other configurations have been also investigated similarly to the presented case and it was found that the CoV can be approximately selected equal to 0.3 related to the properties of the investigated frame.
As it was presented before, for the sake of simplicity a two-dimensional structural model is applied in the reliability analysis thus the failure probability of the system is considered to be equal with the failure probability of the second frame which has maximum failure probability. For this reason no random variables are presented in Table 1 related to different portal frame within the system. This approximation means that full correlation is assumed among the frames. However, it has to be noted that if the correlation is not full but the correlation coefficient equals to 0.8 or 0.9 among the frames, the failure probability of the whole system can be 4 or 3 times bigger than in the case of full correlation, respectively. This issue is not covered in this paper because the aim of the presented calculation is only the demonstration of the proposed methodology. However, this issue should be further investigated in following studies which are dealing with the structural reliability calculation of portal frame systems.
Results of reliability analysis
Related to the example storage hall, the results of reliability analysis using FORM are summarized in ) with a conditional reliability index equals to βfail|flashover=0.594 (Pfail|flashover=0.2763). It can be said that the reliability index related to the failure barely satisfies the criteria of EC0 [16] for CC1 consequence class with target value for the reliability index equals to 3.3. In JCSS [24] for low and moderate consequences target values for 50 years are equal to cca. 2.55 and 3.21 respectively. For this reason, it can be concluded that the structure has enough reliability for 30 minutes demand against failure under fire exposure. It has to be noted that because of the applied Turkstra's approximation the presented value for the reliability index is a conservative estimation. Using more accurate superposition of time-variant meteorological loads higher structural reliability can be achieved.
The conditional probability is relatively high; the main reason is that the structure can satisfy the criterion is that the occurrence of a severe fire for 50 years is tolerably low. This is resulted partially by the usage of active safety measure, like an alarm system, which causes significant reduction in the occurrence of severe fire according to the literature [19, 20] .Without the application of active safety measure, the structure definitely could not satisfy the criteria of [16] .
The sensitivity factors of FORM (Fig. 7) emphasize the most important random variables which influence mostly the resulted value of the reliability index. In case of the investigated frame these variables are value of the snow load, the section modulus-, steel temperature-, effect-and resistance model uncertainty factor. The reliability is hardly or not sensitive for the yield stress, for the gravity load, for the wind load and for the resistance uncertainty factors related to the capacity of connections. Much higher temperature is needed for plastic sway mechanism failure mode than e.g. lateral torsional buckling of the beam elements due to the fact that the frame is sensitive for stability failure modes. 
Validation with Monte Carlo Simulation
In order to validate the method and to check the accuracy of FORM in reliability analysis of structures exposed to fire, the results are compared with MCS results. This validation is important because Guo and Jeffers have pointed in that FORM can significantly differ from MCS by similar problems (reliability analysis of a column under fire exposure [6] ). On the whole, 100,000 simulations (since the conditional probability is relatively high, lower number of simulations enough for reasonable accuracy) have been carried out for comparison, which is made at 30 minutes fire resistance time. LHS is applied in order to ensure that the calculation is accurate at lower probabilities as well. Fig. 9 summarizes the results as a function of three variables, which influenced mostly the calculated reliability in the previous analysis.
First of all, a nonlinear and a linear function can be seen on the figure as approximations around the MPP.
The nonlinear function is fitted using regression on MCS results for which the value of the limit state function is between -0.01≤G(X)≤0.01 (other constraints can be seen in Fig. 9 ). The linear multivariate function is from the last iteration of the earlier evaluated FORM (Fig. 8) . The plane contains MPP and its normal vector can be calculated from the sensitivity factors. 
As it can be seen in the Fig. 9 , the FORM at the MPP (Maximum Probability Point) approximates well the fitted nonlinear limit state function, which was obtained by regression. This accuracy is mainly confined to a finite region around the MPP and farther from the MPP it is worse. For this reason, it is expected to have some difference between the calculated probabilities with FORM and MCS. The conditional failure probability for 30 minutes, calculated with FORM, is equal to Pfail|flashover≈0.276, while the MCS gives Pfail|flashover≈0.304. It means that in the investigated case the FORM underestimates the failure probability with 9.3%. Guo and Jeffers observed that the FORM overestimates the probability; however in [6] the difference was quite significant contrary to this calculation. It is clear that the accuracy of reliability calculation depends on the type and formulation of limit state function as well, not just on the accuracy of the evaluation technic.
Due to the fact that the FORM approximation can be less accurate in case of lower and higher failure probabilities, the results are compared using different time demands with the results of MCS. Although the example structure is verified against 30 minutes severe fire, the same structure is used in case of every It seems from the results of reliability analyses that FORM approximation underestimates the failure probability by all of the investigated cases. However, it is favourable that the error is not significant, since in case of highly nonlinear limit state functions the difference can be much higher than it was observed in case of the presented example. The reliability of the system is calculated only till 54 minutes because after that the fire starts to decay thus without intervention during the fire, the survival probability of the frame is 10-15%.
The accuracy of the analysis can be increased with refinement of the time steps in the structural analysis and with the application of higher order approximation technic, e.g. SORM. However, the framework which was presented through this paper can be applied with these modifications without any problem.
CONCLUSIONS
In this paper a general framework is presented for reliability analysis of structures subjected to fire effects.
The presented methodology gives a more reliable basis for the calculation of the reliability, the main differences are between the presented and earlier reliability calculations in the literature: a) the reliability calculation and the performance evaluation does not focuses on one single element but the whole structure, thus the reliability is calculated for the structural system; b) the presented methodology is able to consider more realistic circumstances than simple ISO fire [43] or t-equivalent concept according to [1] ; c) reliability analysis contains the nonlinear analysis of the structure, in this way the highly nonlinear structural response is followed through the reliability calculation; d) the structural reliability is assessed on time basis. Similar complex framework has not been presented before for structural systems in the available literature. Among the input data, any kind of fire curves can be selected, thus more realistic and various circumstances can be easily considered in the calculation. The interaction between the elements and between different variables is taken into account by the evaluation of the nonlinear response of the structure within the limit state function. The degradation in the properties of steel material and connections is followed by the application of a time-step evaluation with tens of thousands of evaulation of the limit state function within one FORM. The reliability is assessed on time basis (as the most important measure in fire resistant design) which allows simpler formulation of the problem and provides a practical and informative basis for the designer. The accuracy of the calculation can be increased by decreasing the time step in the analysis; however, it increases also the evaluation time.
As an example, reliability analysis of a tapered portal frame protected by intumescent coating is presented in this study in order to demonstrate the application and the effectiveness of the proposed methodology.
The investigated frame is a tapered storage hall where rubber tire is stored. It makes the design task demanding, the observable gas temperature can reach cca. 1500 °C on design value according to the results of two-zone fire model in OZone [15] . A simple formulation, which is based on [26] , the steel temperatures can be assessed at any time step. The uncertainty of the fire action is built in the calculation through the uncertainty of the steel temperature, which is obtained with the help of MCS. The designed frame satisfies the criteria of EC0 [16] for CC1 consequence class for the demand which has been considered by its design. In case of the investigated frame the most influencing variables were the value of snow load, the section modulus-, steel temperature-, effect-and resistance model uncertainty factor.
The structural reliability against fire depends on the function of the investigated facility and on the quantity of combustible materials. For this reason, fire resistance practice based on the usage of equivalent fire effects (e.g. ISO fire curve) may not be able to ensure consistent reliability level in case of different design cases.
The presented reliability analysis is based on the application of FORM, whose computation time for a reliability analysis was approximately 6 minutes. The resulted failure probability is checked with the help MCS where the evaluation of the all simulated cases took 80 hours on the same personal computer. This verification is done for several time demands for the same portal frame which has been designed for 30 minutes fire exposure. It was found that the FORM approximation underestimates the failure probability because of the linear approximation of limit state function at MPP. The difference between the results of FORM and MCS was observed from -4% to -34% (Fig. 10) , however the errors are not significant though the problem is highly nonlinear. For this reason, it can be said that the proposed framework is efficient and reasonable accurate because in some cases the difference can be much higher between the two technics (e.g. in [6] ). 
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